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PLAN NOTES

1. TOP OF CONC. SLAB EL. =

    THE SYMBOL                  INDICATES AN ELEVATION CHANGE
    FROM THIS TYPICAL ELEVATION.

2. FLOOR CONSTRUCTION SHALL BE 2" X 18 GA. COMPOSITE
   STEEL DECK WITH 3-1/4" LIGHTWEIGHT CONCRETE TOPPING
   REINFORCED WITH  6X6-W2.1XW2.1WWF LOCATED
   1" FROM  TOP OF SLAB.
   TOTAL THICKNESS OF SLAB = 5-1/4".

3. TOP OF STEEL BEAMS EL. = -5-1/4" FROM TOP OF CONC.
    SLAB AS NOTED OR INDICATED ON PLAN.

4. REFER TO STEEL FRAMING SYMBOL LEGEND, SHEET SS5-101.

5. VERTICAL SUPPORT STEEL FOR ELEVATOR RAIL
    ATTACHMENT IN ACCORDANCE WITH ASME A17.1.
    COORDINATE WITH ELEVATOR MANUFACTURER.

1218'-6 5/8"

PLAN NOTES

1. TOP OF STEEL EL. =

2. ROOF DECK SHALL BE 3" X 20 GA.
    GALVANIZED STEEL ROOF DECK.

1233'-3 5/8"
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